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DFES — DBA Fire Alarm Monitoring
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ASE — Alarm Signalling Equipment

ASE COMMON - To be connected to COM on FIP
Relay Outputs used for signaling

BACKUP COMMS — Backup Communication Line
CES — Communications Earth System
DBA - Direct Brigade Alarms

DFES — Department of Fire & Emergency Services of
WA

FIP — Fire Indicator Panel

Fire Agent — Personnel Servicing Fire Detection
System (Customer Equipment) FIP, Sprinkler, ect

LPE — Lightning Protection Earth
LWP - Low Water Pressure

SIP — Sub Indicator Panel

SPARE - Spare Input
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